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Building: NE0032 FEDERAL OFFICE BUILDING, 106 S.15TH STREET, OMAHA
Inspected: 10/28/2004 By: ATC ASSOCIATES - TONY COLBY
IRecord|| Location | Description |Quantity| Condition |
Type: Miscellaneous
. . . Current: Good
1201 Floor: 001 Description: 9in FT: Tan 1700 Sq ||Potential fc;)ro
Area: 19 w/Dk Brn & Cream Ft damage: high -
Streaks contact
] Type: Miscellaneous Curreqt: Good
10 [Frocr: 001 Description: 9in FT: Lt Brn 1700 Sq [Potential for
Area: 19 w/DkBrn/Crm/LBI/Yw St ||t o o
Type: Thermal System Current: Good
3080 Floor: 001 Description: Hot Water 12 FT Potential fO.I'
Area: 23 Lagging damtag?: high -
contac
Type: Miscellaneous Current: Fair
1057 Floor: 001 Description: 9in FT: Drk Brn ||g gqpt |[Potential for
Area: 24 . a damage: high -
- w/Red/White Streaks contact
e: Miscellaneous Current: Fai
1206 Floor: 001 gepsc'\:ipticlln' 9in FT: Pale 24 Pgtential fg:r
Area: 24 ' . Sq Ft damage: high -
- Yellow w/Brick/Gold Str contact
) Type: Thermal System . Current: Fair
3029 Fioor: 001 Description: Steam Lagging (12 rr  ||Potential for
Area: 25 (supply & return) damage: Low
) Type: Thermal System Current: Fair
3043 Fioor: 001 Description: Hot Water 12 FT  ||Potential for
Area: 25 Lagging damage: Low
Type: Miscellaneous Current: Good
11 [Floor:001 Description: 9in FT: Lt Brn /600 SqjPotentialfor
Area: 25 w/DkBrn/Crm/LBI/Yw St ||t o o
Type: Thermal System
Floor: 001 Description: Debris In Current: Poor
2530 Area: 25 Mechanical Chase 12 Sq Ft ||Potential for
ea. Bulk Sample No: 051 damage: Low
Sample Results: 40
Type: Miscellaneous Current: Good
12 Floor: 001 Description: 9in FT: Lt Brn 87 SqFt Potential for
Area: 26 damage: high -
- w/DkBrn/Crm/LBI/Yw St contact
Type: Miscellaneous Current: Good
13 Floor: 001 Description: 9in FT: Lt Brn 1400 Sq ggrtﬁgtij Ear h
Area: 27 w/DkBrn/Crm/LBI/Yw St ||t o an
] Type: Miscellaneou.s C t: Good
14 Floor: 001 Description: 9in FT: Lt Brn 566 Sq Pgtr;i?ia f(;)ro
Area: 28 w/DkBrn/Crm/LBI/Yw St |t damage: Low
| ” ”Type: Thermal System ” ” |
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Floor: Description: Hot Water Current: Good
3044 cor: 001 p. 12 FT Potential for
Area: 28 Lagging damage: Low
] Type: Miscellaneou.s Current: Good
8 Floor: 001 Description: 9in FT: Lt Brn 1333 sq Potential for
Area: 29 w/DkBrn/Crm/LBI/Yw St |t damage: Low
Type: Miscellaneous c
2540 Floor- 001 Description: 12in FT: Cream 30 ngﬁggl?;oc'
_ w/ Gold Streaks - d - hiah -
Area: 3 —_ Elevator Bulk Sample No: 077 Flttmgs cir:taagc? '9
Sample Results: 10
001 Type: Miscellaneous Current: Good
2548 Floor: Description: 12in FT: Lt Tan |28 Potential for
Area: 4 _ Elevator S4Ft lldamage: high -
ea: & _ w/Cream/DkBrn Streaks contact
] Type: Miscellaneou-s Current: Good
9 Floor: 002 Description: 9in FT: Lt Brn 3400 sq Potential for
Area: 30 w/DkBrn/Crm/LBI/Yw St |t damage: Low
. Type: Thermal System Current: Good
3045 E\IOOR ,?(,)(())2 Description: Hot Water 12 FT Potential for
rea: Lagging damage: Low
. Type: Thermal System Current: Good
3054 E\IOOR ,??'?2 Description: Hot Water 12 FT ||Potential for
rea: Lagging damage: Low
. Type: Thermal System Current: Good
3053 E\IOOR ,??'?2 Description: Hot Water 12 FT Potential for
rea: Lagging damage: Low
Type: Miscellaneous
Floor- 002 Description: 12in FT: Brick & 250 sq Current: Good
2529 ' Mortar Appearance Potential for
Area: 31 Bulk Sample NOZESB Ft damage: Low
Sample Results: 8
) Type: Miscellaneou.s Current: Good
3018 Floor: 002 Description: 9in FT: Lt Brn 900 Sq |5 :ential for
Area: 31 w/DkBrn/Crm/LBI/Yw St |t damage: Low
) Type: Miscellaneou.s Current: Good
3019 Floor: 002 Description: 9in FT: Lt Brn 873 Sa |5 iential for
Area: 32 w/DkBrn/Crm/LBI/Yw St |t damage: Low
Type: Miscellaneous
Floor: 002 Description: 9in FT: Gray 200 sq ||Curent Good
1222 ' w/Pink & White Streaks Potential for
Area: 32 Bulk Sample No: 058 Ft damage: Low
Sample Results: 8
Type: Thermal System Current: Fair
Floor: - :
3071 || " 002 . Description: Cold Water 7 Fittings||Potential for
Area: 32 _ Mechanical Fittings damage: Low
_ Type: Thermal System Current: Fair
Floor: 002 Description: Hot Water Potential for
3046 |, : 17 F1
Area: 32 _ Mechanical || 5qging damage: Low

”Type: Thermal System
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Floor: 002 Description: Hot Water Current: Fair
. tegr 7 Fittings||Potential for
3068 Area: 32 _ Mechanical ||Fittings J damage: Low
Floor: 002 Type: Thermal System Current: Good
1065 |Area: 32 _ Mechanical (|Description: Steam Lagging |12 rr  (|Potential for
Room (supply & return) damage: Low
. Type: Thermal System Current: Good
3055 Floor: 002 Description: Hot Water 12 FT Potential for
Area: 36 Lagging damage: Low
] Type: Miscellaneous Current: Good
1207 Floor: 003 Description: 9in FT: Pale 3415 Sq Potential for
Area: 36 Yellow w/Brick/Gold Str ||t damage: Low
] Type: Miscellaneous Current: Good
1208 Floor: 003 Description: 9in FT: Pale 450 sq Potential for
. . Ft .
Area: 37 Yellow w/Brick/Gold Str damage: Low
] Type: Miscellaneous Current: Good
Floor: 003 Description: 9in FT: Pale 3400 sq Potential for
1209 _ Ft otential fo
Area: 38 Yellow w/Brick/Gold Str damage: Low
Type: Miscellaneous Current: Fair
Floor: 003 .Y . 3400 Sq ||Potential for
1210 Description: 9in FT: Pale q hioh
. . amage: -
Area: 39 Yellow w/Brick/Gold Str ||t ooy 9
] Type: Miscellaneous Current: Good
Floor: 004 Description: 9in FT: Lt Brn 7163 Sq Potential for
1189 _ Ft otential fo
Area: 43 w/DkBrn/Crm/LBI/Yw St damage: Low
. Type: Thermal System Current: Good
3056 Floor: 004 Description: Hot Water 12 FT  ||Potential for
Area: 43 Lagging damage: Low
005 Type: Miscellaneous Curren.t: Fair
1211 Floor: Description: 9in FT: Pale 343 sq gotenhal E{r h
. . amage: -
Area: 48 Yellow w/Brick/Gold Str ||t oo 9
. Type: Thermal System Current: Good
3070 Floor: 005 Description: Hot Water 12 FT  ||Potential for
Area: 49 Lagging damage: Low
] Type: Miscellaneous Current: Good
1212 Floor: 005 Description: 9in FT: Pale 7250 Sq Potential for
Area: 49 Yellow w/Brick/Gold Str ||t damage: Low
] Type: Miscellaneou.s Current: Good
Floor: 006 Description: 9in FT: Pale 419 Sa (5 iential for
1219 118 . Ft
Area: Yellow w/Brick/Gold Str damage: Low
f _ 006 Type: Miscellaneous gg{;ﬁg;?;c’d
3096 oor: Description: 9in FT: Med Grn 2 SqFt |damage: High -
Area: 53 w/Wht/Dk Grn Mottl vibration &
erosion
) Type: Miscellaneous Current: Good
Floor: 006 Description: 9in FT: Pale 400 Sa |15 iential for
1213 | *" _ )
rea: Yellow w/Brick/Gold Str damage: Low
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. Type: Thermal System Current: Good
3058 Floor: 006 Description: Hot Water 12 FT ||Potential for
Area: 57 Lagging damage: Low
. Type: Miscellaneou-s C t: Good
1058 Floor: 006 Description: 9in FT: Pale 2900 sq Pgtr;ir;ial f<;)ro
Area: 57 Yellow w/Brick/Gold Str |t damage: Low
. Type: Miscellaneou-s C t: Good
1214 Floor: 006 Description: 9in FT: Pale 800 sq Pgtr;ir:ial f<;)ro
Area: 58 Yellow w/Brick/Gold Str |t damage: Low
Type: Miscellaneous Curren,t: Fair
1205 Floor: 006 Description: 9in FT: Pale 339 Sq gotenha! E{r h
Area: 59 Yellow wiBrick/Gold Str |t contact
. Type: Miscellaneou-s C t: Good
1218 Floor: 006 Description: 9in FT: Pale 2400 sq Pgtr;ir:ial f<;)ro
Area: 60 Yellow w/Brick/Gold Str |t damage: Low
. Type: Miscellaneou-s C t: Good
2561 Floor: 007 Description: 9in FT: LtBrn 124 sq Pgtr;ir:ial f<;)ro
Area: 113 w/DkBrn/LtOrg Streaks | damage: Low
. Type: Miscellaneou-s C t: Good
2531 Floor: 007 Description: 9in FT: LtBrn 222 sq Pgtr;ir:ial f<;)ro
Area: 114 w/DkBrn/LtOrg Streaks | damage: Low
. Type: Miscellaneou.s C t: Good
2550 Floor: 007 Description: 9in FT: LtBrn 100 sq Pgtr;ir:ial f<;)ro
Area: 115 w/DkBrn/LtOrg Streaks | damage: Low
Type: Miscellaneous Current: Good
Floor: 007 Description: 9in FT: LtBrn 350 sq ||Potential for
2534 116 Ft damage: high -
Area: w/DkBrn/LtOrg Streaks contact
. Type: Miscellaneou-s C t: Good
Floor: 007 Description: 9in FT: Lt Brn 286 sq Pgtr;ir:ial f<;)ro
1177 .62 Ft
Area: w/DkBrn/Crm/LBI/Yw St damage: Low
. Type: Miscellaneou.s C t: Good
2993 Floor: 007 Description: 9in FT: Lt Brn 200 sq Pgtr;ir:ial f<;)ro
Area: 63 w/DkBrn/Crm/LBI/Yw St |t damage: Low
. Type: Miscellaneou.s C t: Good
1179 Floor: 007 Description: 9in FT: Lt Brn 1100 Sq Pgtr;ir:ial f<;)ro
Area: 64 w/DkBrn/Crm/LBI/Yw St |t damage: Low
. Type: Miscellaneou.s C t: Good
1181 Floor: 007 Description: 9in FT: Lt Brn 400 sq Pgtr;ir:ial f<;)ro
Area: 65 w/DkBrn/Crm/LBI/Yw St |t damage: Low
. Type: Miscellaneou.s C t: Good
1182 Floor: 007 Description: 9in FT: Lt Brn 675 sq Pgtr;ir:ial f<;)ro
Area: 66 w/DkBrn/Crm/LBl/Yw St |t damage: Low
. Type: Miscellaneou.s C t: Good
1183 Floor: 007 Description: 9in FT: Lt Brn 750 Sq Pgtr;ir:ial f<;)ro
Area: 67 w/DkBrn/Crm/LBl/Yw St |t damage: Low
Type: Thermal System Current: Poor
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Floor- 007 Description: Steam Lagging Potential for
d . high -
3031 Area: 68 (supply & return) 8 FT cirtiii N
Type: Miscellaneous .
3097 Floor: 007 Islepscription: 9: FT: Pale 425 sq gg{;ﬁ%gl%)rc’d
Area: 68 Yellow w/Brick/Black St | damage: Low
. Type: Miscellaneou.s C t: Good
1184 Floor: 007 Description: 9in FT: Lt Brn 206 sq Pgtr;i:a fc:)ro
Area: 68 w/DkBrn/Crm/LBI/Yw St | damage: Low
Type: Miscellaneous
Floor- 007 Description: 9in FT: LtBrn 1107 sq Current: Good
2553 Potential for
Area: 68 ;’ﬂ?a'fnimﬂg}org Streaks | damage: Low
Sample Results: 20
. Type: Miscellaneou.s C t: Good
2554 Floor: 007 Description: 9in FT: LtBrn 204 sq Pgtr;i?ial f(;)ro
Area: 70 w/DkBrn/LtOrg Streaks | damage: Low
. Type: Miscellaneou.s C t: Good
1185 Floor: 007 Description: 9in FT: Lt Brn 222 sq Pgtr;i?ial fc;)ro
Area: 73 w/DkBrn/Crm/LBl/Yw St |t damage: Low
. Type: Miscellaneou.s C t: Good
2555 Floor: 008 Description: 9in FT: LtBrn 2400 sq Pgtr;i?ial f(;)ro
Area: T7 w/DkBrn/LtOrg Streaks |t damage: Low
. Type: Miscellaneou.s C t: Good
2557 Floor: 008 Description: 9in FT: LtBrn 2700 sq Pgtr;i?ial f(;)ro
Area: 78 w/DkBrn/LtOrg Streaks |t damage: Low
Type: Miscellaneous Current: Good
2558 Floor: 008 IZ;Iepscription: 9in FT: LtBrn 182 sq |[Potential for
Area: 79 w/DkBrn/LtOrg Streaks | damage: high -
Type: Miscellaneous Current: Good
Floor: 008 IZ;Iepscri tion: 9in FT: LtBrn 1410 Sq ||Potential for
2567 Area: 80 phon. ) Ft damage: high -
w/DkBrn/LtOrg Streaks contact
. Type: Miscellaneous C t: Good
Floor: 008 Description: 9in FT: LtBrn 657 sq Pgtr;i?ial f(;)ro
Area: w/DkBrn/LtOrg Streaks damage: Low
Type: Miscellaneous .
2552 Floor: 008 Iglepscription: 9in FT: LtBrn 500 Sq gg{;ﬁ%ﬁ;‘m
Area: 85 w/DkBrn/LtOrg Streaks | damage: Low
Type: Miscellaneous Current: Good
Floor: 009 Description: 9in FT: LtBrn Potential for
2560 .92 73 SqFt damage: high -
Area: w/DkBrn/LtOrg Streaks contact
Type: Miscellaneous .
2549 Floor: 009 Description: 9in FT: LtBrn 1100 sq gg{;ﬁ%ﬁ;‘m
Area: 93 w/DkBrn/LtOrg Streaks | damage: Low
. Type: Miscellaneou.s C t: Good
2562 Floor: 009 Description: 9in FT: LtBrn 300 Sq Pgtr;i?ial f(;)ro
Area: 94 w/DkBrn/LtOrg Streaks |t damage: Low
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] Type: Miscellaneou-s Current: Good
Floor: 009 Description: 9in FT: LtBrn 950 sq Potential for
2563 | °" o =
rea w/DkBrn/LtOrg Streaks damage: Low
] Type: Miscellaneou-s Current: Good
Floor: 009 Description: 9in FT: LtBrn 3850 sq Potential for
2564 | " s
rea w/DkBrn/LtOrg Streaks damage: Low
] Type: Miscellaneou-s Current: Good
Floor: 010 Description: 9in FT: Pale 1375 sq Potential for
Area: Yellow w/Brick/Gold Str damage: Low
Type: Miscellaneous
2543 Floor- 010 Description: 12in FT: White 1325 sq Current: Good
_ w/Fine Black Mottlin Potential for
Area: 101 Bulk Sample No: 070 9 Ft damage: Low
Sample Results: 2
.010 Type: Miscellaneous Currenlt: Good
3106 Floor: Description: 12in FT: 150 Sq ||Potential for
Area: 102 . . . Ft damage: high -
rea: Tan/White/Beige Mottling contact
.010 Type: Miscellaneous Currenlt: Good
2541 F'°°r-102 Description: 12in FT: White |[2000 Sq e o
Area: ; i Ft - med -
w/Fine Black Mottling contact
Type: Miscellaneous
Floor 010 Description: 9in FT: Yellow Current: Good
2535 Area: 102 w/DkBrn/Rust Mottling |[40 SqFt |[Potential for
rea Bulk Sample No: 071 damage: Low
Sample Results: 12
] Type: Miscellaneous . . Current: Good
Floor: 010 Description: 12in FT: White 1000 sq Potential for
2559 Area: 103 r h Ft
rea. w/Fine Black Mottling damage: Low
. Type: Thermal System . Current: Poor
2542 Floor: 01(_) Description: Localized 3600 Sq |5 iontial for
Area: Attic Debris Perimeter Piping | damage: Low
Floor: 01 0 Type: Thermal System 82 Current: Fair
3069 |Area: Attic and Wet Description: Hot Water Fit Potential for
Columns Fittings ttings  lgamage: Low
Floor: 01 0 Type: Thermal System Current: Fair
3032 |Area: Attic and Wet Description: Steam Lagglng 7300 FT ||Potential for
Columns (supply & return) damage: Low
Floor: 010 Type: Thermal System Current: Fair
3042 ||Area: Attic and Wet  ||Description: Hot Water 1760 FT |[Potential for
Columns Lagging damage: Low
Floor: 010 Type: Thermal System 496 Current: Fair
1062 ||Area: Attic and Wet Description: Steam Fitting Fite Potential for
Columns (supply & return) fHINgS |damage: Low
Floor: 010 Type: Thermal System Current: Fair
Area: Attic and Wet Description: Cold Water 82 Potential for
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Floor: 010 Type: Thermal System 12 Current: Fair
2990 ||Area: Attic and Wet Description: Chilled Water Fittings gg:]f;‘;':' ‘;‘:Ld )
Columns Fitting (sup & ret) contact
] Type: Miscellaneous Current: Good
2565 Floor: 011 Description: 9in FT: LtBrn 1139 Sq (|5 iential for
Area: 105 w/DkBrn/LtOrg Streaks | damage: Low
Type: Miscellaneous
Floor- 011 Description: 9in FT: Lt Brown 225 sq Current: Good
2536 ' w/ Black Streaks Potential for
Area: 106 Bulk Sample No: 075 Ft damage: Low
Sample Results: 10
) Type: Miscellaneous Current: Good
Floor: 011 Description: 9in FT: LtBrn 1000 Sq (|5 icntial for
Area: w/DKBrn/LtOrg Streaks damage: Low
) Type: Thermal System . Current: Good
3033 Fioor: 011 Description: Steam Lagging |36 rt ||Potential for
Area: 110 (supply & return) damage: Low
Type: Thermal System C .
Floor: el eegs urrent: Good
1063 Aoor ?:3 Description: Steam Fitting |4 Fittings||Potential for
rea. (supply & return) damage: Low
Type: Thermal System
2537 Floor: 011 Description: Cold Water Current: Good
, Fittings (FG Laggin 4 Fittings||Potential for
Area: 110 Bulk Samgc-z No{ 076 gging) damage: Low
Sample Results: 70
Floor: 01 1 Type: Thermal System Curren.t: Good
3104 Area: 110 Description: Duct Insulation |80 SaFt ggﬁgg;? ];?c;w
011 Type: Thermal System Currenlt: Good
2991 Floor: Description: Chilled Water |4 Fittings Potential for
Area: 110 Fitting (sup & ret) s med -
g P contact
Type: Thermal System .
Floor: 012 el Current: Good
2538 Description: Cold Water 1 Fittings|[Potential for
Area: 116 Fittings (FG Lagging) damage: Low
Type: Thermal System C .
Floor: el urrent: Good
3083 | 012 Description: Cold Water 4 Fittings||Potential for
Area: 116 Fittings damage: Low
] Type: Thermal System Current: Good
3084 Floor: 013 Description: Cold Water 10 . Potential for
Area: 017 Fittings Fittings  ||jamage: Low
] Type: Thermal System Current: Good
2539 Floor: 013 Description: Cold Water 20 Potential for
Area: 117 Fittings (FG Lagging) ittings  |ldamage: Low
Type: Miscellaneous
Description: 9in Pale Yellow Current: Good
Floor: 1 Floor Tile with Brick and Potential for
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Area: 12/Alarmed Gold Streaks damage: low
1118 Bulk Sample No: 025 270 sqft
Sample Results: 20
Type: Thermal
1 Description: 4in Magnesia Current: Good
1111 Floor Pipe Insulation Laggi 30 ft Potential for
Ipe Insulation Laggin
Area: 12/Alarmed BulkpSample No: 001,052 9ging damage: low
Sample Results: 80
Type: Thermal
Description: 4in Mudded
1112 |Foor 1 Joint Fitting on ~lo ggtr;i?ltal?;od
Area: 12/Alarmed Magn.eSIa Pipe Insulation fittings  |lgamage: low
Lagging
Bulk Sample No: 002
Sample Results: 70
Type: Thermal
Description: 4in Layered Current: Good
Floor: 1 Paper Pipe Insulation LTen: 800
1113 . 30 ft Potential for
Area: 12/Alarmed Lagging damage: low
Bulk Sample No: 005,050,090
Sample Results: 5
Type: Thermal
Description: 4in Mudded
1114 [Fer 1 Joint Fitting on Layered |, ggtréigtal?;od
Area: 12/Alarmed Paper Plpe Insulation fittings damage: low
Lagging
Bulk Sample No: 004,006,008
Sample Results: 40,60,5
Type: Thermal
Floor: 1 Description: 4in Layered Current: Good
1123 |Area: 19 _ North Paper P|pe Lagg|ng 120 +t Potential for
Daycare Bulk Sample No: 005, 050, 090 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
_ Description: 9in Tan w/ dark
Floor: 1 b d 3206 sq ||CUTent: Good
1122 |[Area: 19 _ North :OW: and cream " 9 llPotential for
streaks damage: low
Daycare Bulk Sample No: 024
Sample Results: 10
Type: Thermal
_ Description: 4in Magnesia Current: Good
1128 Fioor: 1 Pi L i 20 ft Potential for
) Ipe Laggin
Area: 23 _ West Hall BulkpSampIe Nggm, 0%2 damage: low
Sample Results: 80, 80
Type: Thermal
Floor: 1 Description: 4in Layered Current: Good
1125 |Area: 25, 28,29 _S.  |Paper Pipe Lagging 96 ft |Potential for
Daycare Bulk Sample No: 005, 050, 090 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
Floor: 1 Description: 9in Tan w/ dark Current: Good
Area: 25, 28, 29 _ S. brown and cream 1899 sq ||Potential for
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Daycare streaks ft damage: low
1124 Bulk Sample No: 024
Sample Results: 10
Type: Thermal
Floor: 1 Description: 12in Magnesia Current: Good
1126 |[Area: 25, 28,29 _ S. Pipe Lagging 12 #t Potential for
Daycare Bulk Sample No: 001, 052 damage: low
Sample Results: 80, 80
Type: Miscellaneous
Description: 9in Tan Floor
Floor: 1 Tile with with Dark Current: Good
1110 |[Area: 26/Elevator Brown and Cream 87 sqft |[Potential for
Lobby Streaks damage: low
Bulk Sample No: 024
Sample Results: 10
Type: Miscellaneous
Description: 9in Medium
3003 [ 1 grolvg Floor Tlga (\;Vlth 1576 sq ggtr;i?lta I(?(;)rod
- r rown an ream
Area: 27/Open Office a ft damage: low
Streaks 9e:
Bulk Sample No: 022
Sample Results: 10
Type: Thermal
Description: 4in Layered Current: Good
. . . urrent: Goo
3004 Fleor: 1 . Pape!' Pipe Insulation 48 ft Potential for
Area: 27/Open Offlce Lagg'ng damage: low
Bulk Sample No: 005,050,090
Sample Results: 5
Type: Miscellaneous
1154 Floor- 10 Delsct:)ripitiolr: glrapalﬁjy(illowll( 1500 sq ggtr;iggl%)rod
- W/ DrIiCK an old streakKs
Area: 101 _ N Offices |5 szmpie o 025 d ft damage: low
Sample Results: 20
Type: Thermal
_ Description: 4in Layered Current: Good
1153 Floor: 10 P Pi L i 72 ft Potential for
- aper rFipe La in
Area: 101 _ N Offices | Spample No:p005, 050,%9% 9 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
_ Description: 9in Yellow w/ dk Current: Good
1156 Floor: 10 b d t ttlhi 66 ft ||Potential for
- rwn ana rust mottiin sq
Area: 101 _ N Offices ||, sampio no: 071 9 damage: low
Sample Results: 12
Type: Miscellaneous
1155 Floor- 10 1IZ:).escri;:;t;on: ‘1(2|n m!’llte w/ 1500 sq ggtr;iggl%)rod
- Ine placK mottin
Area: 101 _ N Offices |5 s.mpie no: 070 g ft damage: low
Sample Results: 02
Type: Thermal
_ Description: 4in Layered Current: Good
7 Floor: 10 P Pipe L i 120 ft |[Potential for
. . aper Fipe La in
Area: 102 _ SE Offices ||, Spample No:p005, 050,%9% 9 damage: low
Sample Results: 05, 05, 05
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Type: Miscellaneous
3020 Floor 10 iIZ:)_escriE)t;on: ;2|n m_hlte w/ 2000 sq ggtr;i?igl?gr()d
. . ine aCK morttlin
Area: 102 _ SE Offices Bulk Sample No: 070 9 ft damage: low
Sample Results: 02
Type: Thermal
Floor- 10 Description: 4in Layered Current: Good
3021 ' . Paper Pipe Lagging 48 ft Potential for
Area: 103 _ SW Offices|i; Sample No: 005, 050, 090 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
3025 Floor- 10 1I.?.escrigt;on: ;2|n :It\:.hlte w/ 1565 sq ggtr;i?igl(?;od
. . ine dCK mottlin
Area: 103 _ SW Offices Bulk Sample No: 070 g ft damage: low
Sample Results: 02
Type: Thermal
Floor: 10 Description: 4in Layered Current: Good
4 Area: 104 _ Mech Paper P|pe Lagg|ng 24 t Potential for
Room Bulk Sample No: 005, 050, 090 damage: low
Sample Results: 05, 05, 05
Type: Thermal
Description: 4in Mud
3011 |Fo" 10.5 Jacketed Fitting on 145 ggtréigtall;g:r
Area: Attic Layered Paper Pipe ANGS || qamage: low
Lagging
Bulk Sample No: 004, 006, 008
Sample Results: 40, 60, 05
Type: Thermal
3009 Floor- 10.5 I|Z;escriptiolg:.4inI Layler.(ted 625 « ggtr;iggllig:r
. aper rFipe insuiailton
Area: Attic Bulk Spample No:p005, 050, 090 damage: low
Sample Results: 05, 05, 05
Type: Thermal
Description: 4in Mud c ¢ Fai
3008 | 10-5 Jacketed Fitting on 21 Potontial for-
Area: Attic Fiberglass Lagging fittings | damage: low
Bulk Sample No: 076, 081, 082
Sample Results: 70, 70, 70
Type: Thermal
Description: 12in Mud Current: Fai
3007 | 10-5 Jacketed Fitting on 12 Potontial o
Area: Attic Magnesia Pipe Covering |fittings  |l4amage: low
Bulk Sample No: 002
Sample Results: 70
Type: Thermal
Description: 8in Mud Current: Fai
3006 |1 10-5 Jacketed Fitting on 49 Potontial for
Area: Attic Magnesia Pipe Covering |fittings  |l4amage: low
Bulk Sample No: 002
Sample Results: 70
Type: Thermal
Description: 6in Mud Current: Fair
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oor: 10.5 Jacketed Fitting on Fotental ‘;°r
-10. . . . ‘lo
3005 || 0" o Magnesia Pipe Covering |27 JeTow
Area: Attic Bulk Sample No: 002 fittings
Sample Results: 70
Type: Thermal
Description: 6in Mud c ¢ Fai
3012 [Floor 105 Jacketed Fitting on 25 Potontial far-
Area: Attic Fiberglass Lagging fittings | damage: low
Bulk Sample No: 076, 081, 082
Sample Results: 70, 70, 70
Type: Thermal
978 Floor- 10.5 I:ﬁscripéi:on: 12!“ Magnesia 60 ¢ ggtr;ir:ita:ﬂlig:r
. : Ipe coverin
Area: Attic BulkpSampIe No: 001, 052g damage: low
Sample Results: 80, 80
Type: Thermal
977 Floor- 10.5 I;%scripéi:on: 8ir] Magnesia 360 1 ggtr;ir:ita:ﬂlig:r
. : Ipe coverin
Area: Attic BulkpSampIe No: 001, 052g damage: low
Sample Results: 80, 80
Type: Thermal
Description: 4in Mud c ¢ Fai
979 |°" 10.5 Jacketed Fitting on 692 Pt ot
Area: Attic Magnesia Pipe Covering (fittings  llqamage: low
Bulk Sample No: 002
Sample Results: 70
Type: Thermal
3027 Floor- 10.5 Iljﬁscripéi:on: 4ir.| Magnesia 1443 ¢ ggtr;iggllig:r
. : Ipe coverin
Area: Attic BulkpSampIe No: 001, 0529 damage: low
Sample Results: 80, 80
Type: Thermal
976 Floor- 10.5 I:ﬁscripéi:on: 6ir] Magnesia 120 & ggtr;ir:ita:ﬂlig:r
. : Ipe coverin
Area: Attic BulkpSampIe No: 001, 052g damage: low
Sample Results: 80, 80
) Type: Miscellaneous Current: Good
Fioor: 11 Description: 9in Lt brwn w/  ||[1139 sa ||50 s for
3016 .
Area: 105 _ SE Offices |pjack streaks ft damage: low
Type: Thermal
Floor 11 Description: 4in Layered Current: Good
3015 ' i Paper Pipe Ladqin 24 ft Potential for
Area: 105 _ SE Offices (g gmme No:p005, 050,%9% 9 damage: low
Sample Results: 05, 05, 05
) Type: Miscellaneous Current: Good
' escription: Potential for
Floor: 11 Description: 9in Lt brwn w/ {1434 sq
3014 | . f
Area: 106 _ NE Offices ||pjack streaks t damage: low
Type: Thermal
Floor 11 Description: 4in Layered Current: Good
3013 ' : Paper Pipe Laggin 70 ft ||Potential for
Area: 106 _ NE Offices |5« Spample No:p005, 050,%9% 9 damage: low
Sample Results: 05, 05, 05
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Floor: 11 Type: Thermal Current: G
. : Good
, Description: Duct Insulation :
64 Area.. 1 1 0 _ S' Bulk Sample No: 034, 033, 035 125 sq ft SOtentla! 1I:OI'
Stairwell Sample Results: 60, 60, 60 amage: low
Type: Thermal
Floor: 11 Description: 4in Magnesia Current: Good
58 |Area: 110 _ S. Pipe Lagging 20 ft Potential for
Stairwell Bulk Sample No: 001, 052 damage: low
Sample Results: 80, 80
Type: Thermal
_ Description: 8in Mud
Floor: 11 Jacketed Fitting on Current: Good
63 |[Area: 110 _ S. Fiberal g 2 fittings ||Potential for
. ibergliass damage: low
Stairwell Bulk Samge No: 076, 081, 082
Sample Results: 70, 70, 70
Type: Thermal
_ Description: 4in Mud
Floor: 11 Jacketed Fitting on Current: Good
62 |Area:110 _ S. Fiberal g 2 fittings ||Potential for
. ibergliass damage: low
Stairwell Bulk Sampg:-; No: 076, 081, 082
Sample Results: 70, 70, 70
Type: Thermal
_ Description: 4in Mud
Floor: 11 J kp ted Fitti Current: Good
61 |Area:110 _S. Mac eted ritting on 2 fittings ||Potential for
. agnesia damage: low
Stalrwe" Bulk Sgample No: 002
Sample Results: 70
Type: Thermal
Floor: 12 _ Description: 4in Magnesia Current: Good
54 |lArea: 116 _ Entire Pipe Lagging 20 ft Potential for
Floor & SW Bulk Sample No: 001, 052 damage: low
Sample Results: 80, 80
Type: Thermal
_ Description: 4in Mud
Floor: 12 : Jacketed Fitting on Current: Good
55 |Area: 116 _ Entire M . g 2 fittings ||Potential for
agnesia damage: low
Floor & SW Bulk Sgample No: 002
Sample Results: 70
Type: Thermal
_ Description: 4in Mud
Floor: 12 : Jacketed Fitting on Current: Good
56 |Area: 116 _ Entire Fiberal g 3 fittings ||Potential for
ibergliass damage: low
Floor & SW Bulk Sampg:-; No: 076, 081, 082
Sample Results: 70, 70, 70
Type: Thermal
_ Description: 8in Mud
Floor: 12 . J kp ted Fitti Current: Good
57 |lArea: 116 _ Entire F?l;: e Ie itting on 4 fittings |[Potential for
ibergliass damage: low
Floor & SW Bulk Sampg:-; No: 076, 081, 082
Sample Results: 70, 70, 70
Type: Miscellaneous
Floor: 13 Description: 9in Cream w/ Current: Good
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52 Area: 117 _ Pthse, green streaks 200 sa f ggﬁgg:' ‘;OF
Bulk Sample No: 079 sq - low
MeCh Rm’ Str Sample Results: 12
Type: Thermal
Floor: 13 Description: 6in Mud c ¢ Good
: eidn urrent: Goo
50 |Area: 117 _Pthse, .I!al;:ketled Fitting on f1t5t Potential for
- i itings  (ldamage: low
Mech Rm, str Iberglass g
Bulk Sample No: 076, 081, 082
Sample Results: 70, 70, 70
Type: Miscellaneous
Floor: 13 Description: 9in Green w/ Current: Good
51 ||Area: 117 _ Pthse, cream streaks 800 sq ft ||Potential for
Mech Rm. str Bulk Sample No: 040 damage: low
’ Sample Results: 10
Type: Thermal
Floor: 13 Description: 4in Mud c  Good
: egys urrent: Goo
49 |Area: 117 _ Pthse, "I!_a;ketled Fitting on 2t2tings Potential for
ibergliass damage: low
Mech Rm! str Bulk Samge No: 076, 081, 082
Sample Results: 70, 70, 70
Floor: 13 Type: Miscellaneous Current: G
: Good
_ Description: Brake Pads :
53 |Area: 117 _ Pthse, Bulk Sample No: ASSUMED 6 each dPotenUa! 1I‘or
MeCh Rm, str Sample Results: ASSUMED amage: low
Type: Thermal
Floor: 2 Description: 4in Layered Current: Good
1129 |jarea: 30 _ N. open Paper Pipe Lagging 120 #  Potential for
offices Bulk Sample No: 005, 050, 090 amage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
Floor: 2 Description: 9in Tan w/ dark c ;
1130 ||Area: 30 _ N. open brown and cream 3428 sq Pgtr;igél?c?rc’d
offices streaks ft damage: low
Bulk Sample No: 024
Sample Results: 10
Type: Thermal
Floor: 2 Description: 4in Layered Current: Good
1131 |[Area: 31 _ E. open Paper Pipe Lagging 72 1t Potential for
i Bulk Sample No: 005, 050, 090 damage: low
offices P » 050,
Sample Results: 05, 05, 05
Type: Miscellaneous
Floor: 2 Description: 9in Tan w/ dark Current: Good
: urrent: Goo
1132 ||area: 31 _E. open bt"owa and cream f1t199 %9 |lpotential for
- streaks damage: low
Offlces Bulk Sample No: 024
Sample Results: 10
Type: Thermal
1157 Floor: 2 Description: 4in Layered 122 gurreqtzl?ood
_ - Paper Pipe Laggin ft ||Potential for
Area: 32 _ S. Offices |5« gmple No:'?)OS, 050,%9% 9 damage: low
Sample Results: 05, 05, 05
Type: Thermal
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Description: 4in Mud
Floor: 2 Jacketed Fitting on 12 Current: Good
1158, ... 32 s.Offices |Layered Paper fittings |0 on Al for
rea. - ’ Bulk Sample No: 004, 006, 008 g damage: low
Sample Results: 40
Type: Miscellaneous
Description: 9in Tan w/ dark Current: Good
: rrent:
Floor: 2 brown and cream 2408 sq |50 o 200
1159 . Potential for
Area: 32 _ S. Offices |streaks ft damage: low
Bulk Sample No: 024
Sample Results: 10
Type: Miscellaneous
1161 Floor: 3 Delscgipztio':: 9Ir:jPa|Iedyet||OV\'l( 3000 sq ggtr;i?igl?gr()d
. W/ DricK an old streaks
Area: 36 _ N. Offices Bulk Sample No: 025 g ft damage: low
Sample Results: 20
Type: Thermal
_ Description: 4in Layered Current: Good
1160 Floor: 3 P Pi L i 72 ft Potential for
. aper Fipe Laggdin
Area: 36 _ N. Offices Bulk gmme No:p005, 050,%9% 9 damage: low
Sample Results: 05, 05, 05
Type: Thermal
_ Description: 4in Layered Current: Good
1162 |Fo°" 3 P Pioe Laadi 120 ft |[Potential for
. aper Fipe Laggin
Area: 37 _ E. Offices Bulk Spample No:p005, 050,%9% 9 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
39 Floor 3 Dcalscgip).tiolr;: 9|r:1Palﬁjyetllom|/( 2000 sq ggtr;iggl%)rod
. W/ Brick an old streaks
Area: 37 _ E. Offices |5,y sampie nos 025 g ft damage: low
Sample Results: 20
Type: Thermal
_ Description: 4in Layered Current: Good
40 Floor: 3 P Pi L i 72 ft Potential for
. aper Fipe Laggin
Area: 38 _ S. Offices Bulk gmme No:p005, 050,%9% 9 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
_ Description: 9in Pale yellow Current: Good
41 Floor: 3 / brick and Id st ks (/800 ft || Potential for
. W/ DricK an old streaks sq
Area: 38 _ S. Offices Bulk Sample No: 025 g damage: low
Sample Results: 20
Type: Miscellaneous
Description: 9in Tan w/ dark Current: Good
: rrent:
42 |Foor3 brown and cream 1600 sq [5o. o0 00
Area: 38 _ S. Offices |streaks ft damage: low
Bulk Sample No: 024
Sample Results: 10
Type: Thermal
Floor: 4 Description: 4".‘ I\.,IUd Current: Good
44 |Area:43 _Open iackett;dPFlttmg on 4 fittings |[Potential for
. ayere aper damage: low
Offlces Bulk!ample No: 004,%06, 008
Sample Results: 40
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Type: Miscellaneous
Floor: 4 Description: 9in Tan w/ dark 7025 Current: Good
45 |lArea:43 _ Open b;:’OWE and cream " 9 llpotential for
- streaks damage: low
Offlces Bulk Sample No: 024
Sample Results: 10
Type: Thermal
Floor: 4 Description: 4in Layered Current: Good
43 |Area:43 _ Open Paper Pipe Lagging 240 ft |[Potential for
Offices Bulk Sample No: 005, 050, 090 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
Floor: 4 Description: 12in Brick and Current: Good
46 |Area:43 _ Open morter appearance 360 sq ft||Potential for
Offices Bulk Sample No: 057 damage: low
Sample Results: 8
Type: Miscellaneous
Floor: 5 Description: 9in Pale yellow Current: Good
67 ||, ... 48 Mech Room [W/ brick and gold streaks|343 saft ggrtﬁ;;':' IOf
: — Bulk Sample No: 025 . low
Sample Results: 20
Type: Miscellaneous
Floor: 5 Description: 9in Pale yellow ;o4  |lcurrent Good
66 |Area:49 _ Open w/ brick and gold streaks| Potential for
Offices Bulk Sample No: 025 damage: low
Sample Results: 20
Type: Thermal
Floor: 5 Description: 4in Layered Current: Good
65 |Area:49 _ Open Paper Pipe Lagging 264 ft |[Potential for
Offices Bulk Sample No: 005, 050, 090 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
Floor: 6 Description: 9in Pale yellow 4000 sq Current: Good
69 |Area: 56, 58, 60, 118 _ |\w/ brick and gold streaks M Potential for
Offices Bulk Sample No: 025 damage: low
Sample Results: 20
Type: Thermal
Floor: 6 Description: 4in Layered Current: Good
68 |Area: 56, 58, 60, 118 _ ||Paper Pipe Lagging 168 ft |[Potential for
Offices Bulk Sample No: 005, 050, 090 damage: low
Sample Results: 05, 05, 05
Type: Thermal
Floor: 6 _ ||Pescription: 4in Layered Current: Good
70 |lArea: 57 _ North Office|Paper Pipe Lagging 96 ft Potential for
Area Bulk Sample No: 005, 050, 090 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
Floor: 6 _ ||Pescription: 9in Pale yellow 2000 sq ||CuTent Good
800 |area: 57 _ North Office|\w/ brick and gold streaks " Potential for
Area Bulk Sample No: 025 damage: low
Sample Results: 20
Type: Miscellaneous
Floor: 6 Description: 9in Pale yellow Current: Good
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Potential for

801 Bulk Sample No: 025 250 sq ft||{damage: low
Sample Results: 20
Type: Miscellaneous
Floor: 7 _ Description: 9in Pale yellow Current: Good
803 |Area: 66, 67 _ Office  |\w/ brick and gold streaks|[200 sq ft |Potential for
Space Bulk Sample No: 025 damage: low
Sample Results: 20
Type: Thermal
Floor: 7 Description: 4in Layered Current: Good
802 |Area: 7Tth floor _see ||Paper Pipe Lagging 264 ft |[Potential for
note Bulk Sample No: 005, 050, 090 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
Floor: 7 Description: 9in Lt Brown w/ Current: Good
_ 5800 sq ,
1 |Area: 7Tth floor _see |plack streaks o Potential for
note Bulk Sample No: 075 damage: low
Sample Results: 10
Type: Thermal
_ Description: 4in Layered Current: Good
3 Floor: 8 P Pi L i 48 ft Potential for
. aper Pipe Laggin
Area: 77 _ NW Offices || Spample No:p005, 050,%9% 9 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
Description: 9in Tan w/ dark Current
Floor: 8 brown and cream 1500 sq ||Surent: Good
1136 . Potential for
Area: 77T _ NW Offices |streaks ft damage: low
Bulk Sample No: 024
Sample Results: 10
Type: Thermal
_ Description: 4in Layered Current: Good
1133 Floor: 8 P Pi L i 120 ft Potential for
. aper Pipe Laggin
Area: 78 _ NE Offices g i gmme No:p005, 050,%9% 9 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
Description: 9in Tan w/ dark Current: Good
) rrent:
Floor: 8 brown and cream 1500 sq |5 o 200
1137 . Potential for
Area: 78 _ NE Offices |streaks ft damage: low
Bulk Sample No: 024
Sample Results: 10
Type: Thermal
Description: 4in Mud
. Jacketed Fittings on Current: Good
1142 Floor: 8 i 4 fitti Potential for
. ittings
Area: 78 _ NE Offices t:ye'i.ﬁd Paper Plpe g damage: low
Bulk gargnple Ngo: 004, 006, 008
Sample Results: 40, 60, 05
Type: Miscellaneous
Floor: 8 Description: 9in Off white w/ 1200 sq Current: Good
1152 |[Area: 80 _ Break black streaks M Potential for
Room Bulk Sample No: 032 damage: low

Sample Results: 15

”Type: Thermal
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1135 |7o" 8 Be:;rzﬁolg};:anL;ag]);(ai:lzd 48 gurrent:l?md
ft otential for
Area: 81 _ Mech Room |[Bui Sampie No: 005, 050, 090 damage: low
Sample Results: 05, 05, 05
Type: Thermal
Floor: 8 Description: 4in Layered Current: Good
2 Area:. 82 _ Hall & Paper P|pe Lagg|ng 24 ft Z’;thsgtlgl ::grw
Stalrwe"S Bulk Sample No: 005, 050, 090 ge:
Sample Results: 05, 05, 05
Type: Miscellaneous
Floor: 8 Description: 9in Tan w/ dark c  Good
: urrent: Goo
1138 ||Area: 83,79 E brown and cream 800 sq ft|[Potential for
. - streaks damage: low
Offlces Bulk Sample No: 024
Sample Results: 10
Type: Thermal
Floor: 8 Description: 4in Layered Current: Good
1134 |Area: 83,79 _E Paper Pipe Lagging 48 ft (Potential for
Offices Bulk Sample No: 005, 050, 090 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
Floor: 8 Description: 9in Tan w/ dark Current: Good
: rrent:
1141 |Area: 85 _ Conference bt"owa and cream 800 sqft Potential for
streaks damage: low
Room Bulk Sample No: 024
Sample Results: 10
Type: Thermal
Floor: 9 Description: 4in Layered Current: Good
1143 |Area: 92, 93 _ NW Paper Pipe Lagging 48 ft |Potential for
Offices Bulk Sample No: 005, 050, 090 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
Floor: 9 Description: 9in Tan w/ dark c  Good
: rrent:
1144 |area: 92, 93 NW thOWE and cream 1485 sq Potential for
. streaks damage: low
Offlces Bulk Sample No: 024
Sample Results: 10
Type: Miscellaneous
Description: 9in Tan w/ dark c - Good
Floor: 9 brown and cream LTen: 800
1145 . 337 sq ft||Potential for
Area: 94 _ N Offices streaks damage: low
u ample NO:
Bulk Sample No: 024
Sample Results: 10
Type: Thermal
Floor: 9 Description: 4in Layered Current: Good
1146 ' . Paper Pipe Laqqin 48 ft Potential for
Area: 95 _ NE Offices |; Spample No:p005, 050,%9% d damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
i VTS, 1 Current: Good
1147 Floor: 9 . Description: 9in Tan w/ dark 868 sq ft [Potential for
Area: 95 NE Offices |[brown and cream damage: low
streaks
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Bulk Sample No: 024
Sample Results: 10
Type: Thermal
Floor: 9 Description: 4in Layered Current: Good
1148 ||Area: 96 _ S&E Paper P|pe Lagg|ng 144 1t Potential for
Offices Bulk Sample No: 005, 050, 090 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
Floor: 9 Description: 9in Tan w/ dark 4342 Current: Good
1149 [Area: 96 _ S & E b;:’OWE and cream M 9 |lpotential for
Ofﬁces BsullrseaiplesNo: 024 damage. low
Sample Results: 10
Type: Thermal
_ Description: 4in Layered Current: Good
1150 Floor: 9 P Pi L i 24 ft Potential for
aper rFipe La in
Area: 97 _ Mech Room g i gmme No:p005, 050,%9% 9 damage: low
Sample Results: 05, 05, 05
Type: Miscellaneous
5 Floor: basement Description: Metal Covered 3 gutrrent:ﬁood
P i each otential for
997 Area: 1/Boiler Room geavy Duty Type Fire damage: low
oor
Type: Thermal
Description: 8in Mudded
1003 |[Floor basement ‘;?l;"t Fl'tt'“%_o“ 4 fittinas Surrent: Good
Area: 1/Boiler Room Ibergiass Fipe g damage: low
Insulation Lagging
Bulk Sample No: 076,081,082
Sample Results: 70
Type: Thermal
Description: 4in Mudded
1002 |Fioor basement |J:°'"t Fl',t_t'"‘é: on ILayered 15 Current; Fair
Area: 1/Boiler Room L:pe:'n ipe Insulation fittings damage: low
Bulk gargnple Ngo: 004,006,008
Sample Results: 40,60,5
Type: Thermal
Description: 4in Mudded
1109 |[Floo basement ‘I:IIomt F|t.t|n|5q. °"| lation%® Surrent: Good
Area: 1/Boiler Room LaagniflSIa Ipe insu ation fittings damage: low
Bulk gargnple Ngo: 002
Sample Results: 70
Type: Thermal
1108 |[Fio°" basement ;‘?Scripltic’”: 4I|nt_Maglj_ne5|_a 200 #t  |Potater oo
. Ipe Insuiation La in
Area: 1/Boiler Room BulkpSampIe No: 001,052 aging damage: low
Sample Results: 80
Type: Thermal
1001 Description:.4ln Layert.ad 120 #t |\ ent: Fair
Floor: basement Paper Pipe Insulation Potential for
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Area: 1/Boiler Room [Lagging damage: low
Bulk Sample No: 005,050,090
Sample Results: 5
Type: Thermal
3116 [P basement Iljﬁscripltion: 4in Magnesia 70 & ggtr:]:; I(f;;od
. H Ipe Laggin
Area: 10 _ Custodial BulkpSample Nggm, 0%2 damage: low
Sample Results: 80, 80
Type: Miscellaneous
Description: 9in Med Brown Current: Good
. rrent:
1119 |[Floor basement w/ dark brwn and cream |00 . |lotential for
Area: 10 _ Custodial |streaks damage: low
Bulk Sample No: 022
Sample Results: 10
Type: Miscellaneous
Description: 9in Lt Brwn w/ Current: Good
. rrent:
1120 [[°°" basement dark brwn and red 300 sqft Potontial for_
Area: 10 _ Custodial |streaks damage: low
Bulk Sample No: 028
Sample Results: 12
Type: Miscellaneous
Floo- basement Description: 9in Off white w/ Current: Good
2996 10 Custodial |Plack streaks 50 sqft |Potential for
Area: 10 _ Lustodia Bulk Sample No: 032 damage: low
Sample Results: 15
Type: Thermal
. - . C t:
2995 |[Floor basement Description: Duct Insulation 350 ¢, ¢ purrett: Good
A : H Bulk Sample No: 034, 033, 035 i
rea: 10 _ Custodial Sample Results: 60, 60, 60 damage: low
Type: Thermal
Description: 4in Mud c ¢ Good
. aggn rrent:
2994 |[Floo basement Jacketed Fitting on 3 fittings Potontial for
Area: 10 _ Custodial |[Layered Paper damage: low
Bulk Sample No: 004, 006, 008
Sample Results: 40
Type: Thermal
Description: 4in Mud c ¢ Good
. aggn rrent.
3119 |['o°" basement Jacketed Fitting on 10 Potontial for
Area: 10 _ CustOdiaI Magnesia fittings damage: low
Bulk Sample No: 002
Sample Results: 70
Type: Thermal
3118 Floor- basement I;escriptiolg:.4lnLLaye.red 85 o ggtr;iggl%)rod
) . aper Fipe La in
Area: 10 _ Custodial |5 Spample No:p005, 050,%9% d damage: low
Sample Results: 05, 05, 05
Type: Thermal
1095 Floo: basement I;?scripltion: 4|_n Magnesia 70 & ggtr;i?igl?gr()d
. : Ipe Laggin
Area: 11 _ Mail Room BulkpSample Nggm, 0%2 damage: low
Sample Results: 80, 80
Type: Thermal
Description: 4in Layered Current: Good
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Floor: basement Paper Pipe Laggin Potential for
1096 . Bulk Spample No:p005, 050,%9% 9 40 ft damage: low
Area: 1 1 —_ Mall Room Sample Results: 05, 05, 05
Type: Thermal
Description: 4in Mud c ¢ Good
1097 |Floo" basement Jacketed Fitting on 25 Potontiol o
Area: 11 _ Mail Room |Magnesia fittings  |l4amage: low
Bulk Sample No: 002
Sample Results: 70
Type: Thermal
Description: 4in Mud c  Good
1098 |Floor basement Jacketed Fitting on 4 fittinas |[Potontiol far
0 ittings ||Potential for
Area: 11 _ Mail Room |Layered Paper damage: low
Bulk Sample No: 004, 006, 008
Sample Results: 40
b Type: Thermal Current: Good
Floor: intion: i :
1099 |[oor Pasevient - [Descrition: Duct Insulation g oq  |Potentai o
rea: 2034, 039, .
- Sample Results: 60, 60, 60 damage: low
Floor: basement Type: Thermal Current: G
. : Good
, Description: Duct Insulation :
1 107 Area: 13/Storage Bulk Sample No: 005,050,090 30 sq ft EOtentla_l ::OF
Room Sample Results: 5 amage: low
Type: Thermal
Description: 4in Mudded
Floor: basement Joint Fitting on 18 Current: Fair
1102 |Area: 13/Storage Magnesia Pipe Insulationlgying,  |[7otental for
. : low
Room Lagging ge-lo
Bulk Sample No: 002
Sample Results: 70
Type: Thermal
Floor: basement Description: 4in Magnesia Current: Good
1101 |Area: 13/Storage Pipe Insulation Lagging |[70 ft (|Potential for
Room Bulk Sample No: 001,052 damage: low
Sample Results: 80
Type: Thermal
Description: 4in Mud c ¢ Good
. ipgs urrent: Goo
1094 |°°" basement Jacketed Fitting on 4 fittings ||Potential for
Area: 14 _ Library Fiberglass damage: low
Bulk Sample No: 076, 081, 082
Sample Results: 70, 70, 70
Type: Thermal
Description: 4in Mud c ¢ Good
1056 |Foo basement Jacketed Fitting on 26 Potontiol o
Area: 14 _ Library Magnesia fittings  (lyamage: low
Bulk Sample No: 002
Sample Results: 70
Type: Thermal
1012 Floor- basement I;escriptioFr;:_4lnLLaye_red 60 ¢ ggtr;i?igl?c;)rOd
. . aper Pipe Laggin
Area: 14 _ Library Bulk Spample No:p005, 050,%9% g damage: low
Sample Results: 05, 05, 05
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Type: Thermal
Description: 4in Mud Current: Good
Floor: basement Jacketed Fitting on - Lon 200
1093 . 8 fittings ||Potential for
Area: 14 _ Library Layered Paper damage: low
Bulk Sample No: 004, 006, 008
Sample Results: 40
Type: Thermal
1172 Floor: basement I;c?scripltion: 4|.n Magne3|a 80 ggtr;iggl%)rod
. . Ipe La in
Area: 14 _ Library BulkpSample Ng%’m, 0%2 damage: low
Sample Results: 80, 80
Type: Miscellaneous
Description: 9in Medium
Floor: basement Green Floor Tile with Current: Good
1173 |[Area: 15/North White and Dark Green 125 sq ft||Potential for
Stairwell Mottling damage: low
Bulk Sample No: 042
Sample Results: 20
Type: Miscellaneous
Description: 9in Light Brown
Floor: basement Floor Tile with Dark Current: Good
1171 |Area: 16/B_02/Storage |Brown Cream Light Blue |65 saft ||Potential for
d |
Room and Yellow Streaks amage: fow
Bulk Sample No: 023
Sample Results: 15
Type: Miscellaneous
Description: 9in Medium
Floor: basement Brown Floor Tile with Current: Good
1170 |Area: 16/B_02/Storage | Dark Brown and Cream |65 sqft ||Potential for
Room Streaks damage: low
Bulk Sample No: 022
Sample Results: 10
Type: Miscellaneous
Description: 9in Dark Brown
Floor: basement Floor Tile with Medium Current: Good
1169 |Area: 16/B_02/Storage |Brown and Cream 65 sqft ||Potential for
Room Streaks damage: low
Bulk Sample No: 021
Sample Results: 15
Type: Miscellaneous
Floor: basement Description: 9in Brick Floor Current: Good
1167 |[Area: 16/B_02/Storage -gle Wlthsfrea':n and 65 sqft |[Potential for
range reaks damage: low
Room Bulk Samge No: 020
Sample Results: 10
Type: Thermal
Floor: basement Description: 4in Layered Current: Poor
1174 |Area: 17/B_01/Men’s | Pipe Insulation 10 ft Potential for
Restroom Bulk Sample No: 005, 050, 090 damage: medium
Sample Results: 5,5,5
Type: Thermal
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Description: 4in Mudded
Floor: basemen.t Joint Flt_tmg_ on ] Current: Good
3017 ||Area: 3/Custodial Magnesia Pipe Insulation|g fittings ||Potential for
Closet Lagging damage: low
Bulk Sample No: 002
Sample Results: 70
Type: Thermal
Fioor: basement Description: 4in Magnesia Current: Good
3117 ||Area: 3/Custodial Pipe Insulation Lagging |35 ft Potential for
Closet Bulk Sample No: 001,052 damage: low
Sample Results: 80
Type: Miscellaneous
_ Description: 9in Tan Floor
Floor: basement escripl Current: Good
3114 |Area: 4/Telephone -cr:lle WItgtDar:: Brown and 30 sqft ||Potential for
ream reaks damage: low
Room Bulk Sample No: 024
Sample Results: 10
Type: Miscellaneous
Description: 9in Light Brown
Floor: basement Floor Tile with Dark Current: Good
3113 |Area: 4/Telephone Brown Cream Light Blue |30 sqft ||Potential for
Room and Yellow Streaks ge: low
Bulk Sample No: 023
Sample Results: 15
Type: Miscellaneous
Description: 9in Medium
Floor: basement Brown Floor Tile with Current: Good
3112 |/Area: 4/Telephone Dark Brown and Cream |30 sqft (Fj’oten“a' IOf
amage:
Room Streaks ge: low
Bulk Sample No: 022
Sample Results: 10
Type: Miscellaneous
_ Description: 9in Brick Floor
Floor: basement Tile 5vith Cream and Current: Good
3110 |Area: 4/Telephone o Streak 30 sqft |Potential for
range reaks damage: low
Room Bulk Samge No: 020
Sample Results: 10
Type: Miscellaneous
_ Description: 9in Dark Brown
Floor: basement Scription: 9 Current: Good
3111 |Area: 4/Telephone ‘glth MesdtlukarOWI’l and 30 sqft |Potential for
ream reaks damage: low
Room Bulk Sample No: 021
Sample Results: 15
Type: Miscellaneous
Description: 9in Grey Floor Current: Good
98¢ |['o°" Pasement Tile with Pink and White |lg ..« [Botentl for
Area: 5/South Stairwell||Streaks damage: low
Bulk Sample No: 058
Sample Results: 8
Type: Miscellaneous
Description: 9in Pale Yellow
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Floor Tile with Brick and .
Floor: basement Current: Good
982 ) Gold Streaks 30 sqft |[Potential for
Area: 5/South Stalrwe" Bulk Sample No: 025 damage: low
Sample Results: 20
Type: Miscellaneous
Description: 9in Medium
Fioor: basement Brown Floor Tile with Current: Good
3002 ||Area: 7/Custodial Dark Brown and Cream [[125 sqft Z’;th];agtij 1|‘or
Closet Streaks ge:low
Bulk Sample No: 022
Sample Results: 10
Type: Thermal
Floor basement Description: 4in Magnesia Current: Good
1175 _' 7/IGSA R Plpe Insulation 7 ft Potential for
Area: estroom g . 'sampie No: 001, 052 damage: medium
Sample Results: 80,80
Type: Thermal
Description: 4in Mudded
1176 [Fer basement Joint Fitting on , gutrrer;t:l(?ood
i i i fittings |[Potential for
Area: TIGSA Restroom yaagggn:]sgla Pipe Insulation g damage: medium
Bulk Sample No: 002
Sample Results: 70
Type: Thermal
980 [P basement Ili:)’c?scripltion: 4|mt Layered 25 & ggtr;i?ltal?;od
i Ipe Insulation
Area: 7/GSA Restroom BulkpSampIe No: 005, 050, 090 damage: medium
Sample Results: 5,5,5
Type: Thermal
o1 [P basement Description: 4in Magnesia Current: Good
Pipe Insulation 7 fittings |Potential for
Area: TIGSA Restroom BulkpSample No: 002 damage: medium
Sample Results: 70
Type: Thermal
Floor basement Description: 4in Magnesia Current: Fair
994 .8/B Hall |[Pipe Insulation Lagging |84 ft |Potential for
Area: asement Hall |5 75\ i no: 001,052 damage: medium
Sample Results: 80
Type: Thermal
Description: 4in Mudded
996 Floor: basement Joint Fitting on 18 gutrrer;t:l(?ood
i i i otential for
Area: 8/Basement Hall N:g;i;'a Pipe Insulation|igyings |27 & ™ gium
Bulk Sample No: 002
Sample Results: 70
Type: Thermal
Description: 4in Layered Current: Good
Floor: basement Paper Pipe Insulation LTen: 800
997 . 33 ft Potential for
Area: 8/Basement Hall [Lagging damage: medium
Bulk Sample No: 005,050,090
Sample Results: 5

||Type: Thermal
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Description: 4in Mudded
b Joint Fitting on Layered Current: Good
Floor: basement : : - :
999 Paper Pipe Insulation 1 fittings ||Potential for
Area: 8/Basement Hall Lagging damage: medium
Bulk Sample No: 004,006,008
Sample Results: 40,60,5
Type: Thermal Current: Good
gg3 |[f'oo" basement Description: Duct Insulation (6o <. [IFotential for
. Bulk Sample No: 033,034,035 . .
Area: 8/Basement Ha" Sample Results: 60,60,60 damage_ medium
Type: Thermal
Description: 8in Mudded
Floor: basement Joint Fitting on 10 Current: Good
1000 ' Fiberglass Pipe o Potential for
Area: 8/Basement Hall Insulation Lagglng fittings damage: medium
Bulk Sample No: 076,081,082
Sample Results: 70
Type: Thermal
Description: 6in Layered Current: Good
. . . rrent:
ggg |[/'o°" basement Paper Pipe Insulation  |s - Potontial for
Area: 8/Basement Hall [Lagging damage: medium
Bulk Sample No: 005,050,090
Sample Results: 5
Type: Thermal
Floor- basement Description: 4in Layert_ad Current: Fair
991 |Area: 9/Custodial and |Paper Pipe Insulation 18 f ||Potential for
Laundry Lagging damage: low
Bulk Sample No: 005,050,090
Sample Results: 5
Type: Miscellaneous
Floo- basement Description: 12in Tan White _
- and Beige Mottlin Current: Good
987 |Area: 9/Custodial and A g Fl qu 204 sq ft|[Potential for
Laundry Bulgsgar'r:gegNao:t(go oor l1l1ie damage: low
Sample Results: 3
Type: Thermal
Floor: basemen_t Description: 4in Magnesia Current: Fair
089 ||Area: 9/Custodial and P|pe Insulation Lagg|ng 60 ft Potenha! for
Laundry Bulk Sample No: 001,052 damage: low
Sample Results: 80
Floor: basement Type: Miscellaneous Current: Good
. : Description: Duct Insulation .
988 trea. QéICustodlaI and || e No: 033,094,035 60 sq ft ggﬁgg:y 1;01; sium
aun ry Sample Results: 60,60,60 :
Type: Thermal
Description: 4in Mudded
Floor: basemen_t Joint Fitting on Layered Current: Good
992 |Area: 9/Custodial and |Paper Pipe Insulation 6 fittings gotentiay for
Laundry Lagging amage: low
Bulk Sample No: 004,006,008
Sample Results: 40,60,5

”Type: Thermal
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Description: 4in Mudded
Floor: basement Joint Fit_ting_ on ] 18 Current: Good
990 |/Area: 9/Custodial and ([Magnesia Pipe Insulation i o |[Potential for
Laundry Lagging g damage: low
Bulk Sample No: 002
Sample Results: 70
Type: Thermal System Current: Fair
2984 | oo~ BSMT Description: Chilled Water |16 Potentialfor
Area: 01 Fitting (sup & ret) Fittings |
) Type: Thermal System Current: Fair
3034 Floor: BSMT Description: Steam Fitting 150 Potential for
Area: 01 (supply & return) Flttlngs damage: Low
Type: Thermal System
3060 Floor BSMT I;«ie::irﬁn?: Hot Water 14 Sgtr;iggﬁgror
Area: 01 Bulk Samge No: 006 Fittings | damage: Low
Sample Results: 60
Type: Thermal System
Floor BSMT D?sc.ription: Cold Water 12 Current: Poor
3072 F|tt|ngs e Potential for
Area: 01 Bulk Sample No: 004 Fittings |l damage: Low
Sample Results: 40
Type: Thermal System Current: Poor
Floor: BSMT Description: Abandonec_l 100 sq gotentiay for
1190, .. 01 Condensate Insulation |, amage: med -
rea. Bulk Sample No: 015,016,017 vibration &
Sample Results: 60 erosion
Type: Thermal System .
- Current: Fair
1191 Floor: BSMT Description: Small ] 40 sq Ft |[Fotential for
Area: 01 Abandoned Boiler aF! lldamage: med -
Insulation contact
Type: Thermal System .
Floor: BSMT Description: Boiler 320 sq ggtr;m;lﬁg:r
1200 Area: 01 Breechlr_lg Ft damage: med -
Bulk Sample No: 009,010,011 contact
Sample Results: 80
Type: Thermal System C . .
Floor: -~ . urrent: Fair
1204 °°r. ZSMT Description: Steam Lagging (310 rr ||Potential for
Area: (supply & return) damage: Low
) Type: Thermal System Current: Poor
3085 Floor: BSMT Description: Hot Water 32 FT  |[Potential for
Area: 01 Lagging damage: Low
Type: Thermal System C .
Floor: el . urrent: Good
1066 oor_ OBZSMT Description: Steam Lagging |55 Fr  |[Potential for
Area: (supply & return) damage: Low
) Type: Thermal System Current: Good
3036 Floor: BSMT Description: Steam Fitting 1_6_ Potential for
Area: 02 (supply & return) Flttlngs damage: Low
Type: Thermal System
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Floor: BSMT Description: Chilled Water Current: Fair
2985 Area: 02 Fitting (sup & ret) 84 Potential for
rea: Bulk Sample No: 008 Fittings |[damage: med -
Sample Results: 50 contact
Floor: BS MT Type: Thermal System C . -
D D 20 urrent: Fair
3073 Area: 02 escription: Cold Water o Potential for
Fittings Fittings  |ldamage: Low
Floor: BSMT Type: Thermal System Current: Go
o . : Good
1067 ||, ... 03 Description: Steam Lagging (20 rr  [|Potential for
(supply & return) damage: Low
Floor: BSMT Type: Thermal System Current: Fai
o eegs : Fair
3037 |\ ca: 03 ?;ZCSF;'I‘;‘ :teetam F)'tt'"g 9 Fittings|[Potential for
return damage: Low
Type: Miscellaneous
1196 Floor: BSMT Description: 9in FT: DK Brn S“{re?-“ﬁa"
Area: w/Med Brn/Crm Strea 30 SqFt [lgo o hi
rea 04 Bulk Sample No: 021 ks g damage' hlgh =
Sample Results: 15 contact
Type: Miscellaneous
1194 Floorr BSMT Description: 9in FT: Brick gutrrent: Fair
tial for
Area: w/Cream/Orange Streaks [[30 SaFt [loo°" 2
rea: 04 Bulk Sample No: 020 9 aKs g damage: high -
Sample Results: 10 contact
Type: Miscellaneous
1193 Floorr BSMT Description: 9in FT: Lt Brn gutrrent: Fair
. w/DkBrn/Crm/LBI/Yw 30 sqFt || otential for
Area: 04 Bulk Sample No: 023 St d damage: high -
Sample Results: 15 contact
Type: Miscellaneous
1198 Floor BSMT Description: 9in FT: Med Brn gutrrent: Fair
tial for
Area. w/Dk Brn/Crm Streak 30 SqFt yormae: b
rea: 04 Bulk Sample No: 022 S g damage: high -
Sample Results: 10 contact
Type: Miscellaneous
Description: 9in FT: Tan
1186 |°°" BSMT w/Dk Brn & Cream Current: Fair
Area: 04 Streaks 30 sq Ft ||Potential for
Bulk Sample No: 024 damage: Low
Sample Results: 10
Type: Miscellaneous
1223 Floorr BSMT Description: 9in FT: Drk Brn gurrent: Fair
Area: 05 ‘B’ﬂseq/x\’?zi;e Streaks 4 SqFt dgrtr?ggt;:! ];:)irgh i
ample NO: -
Sample RZsults: 20 contact
Type: Miscellaneous
1217 Floorr BSMT Description: 9in FT: Pale gutrre?t:lliair
Aron: Yellow w/Brick/Gold 50 SqFt || (o 0o e
rea: 05 Bulk Sample No: 025 Str g damage: high -
Sam : contact
ple Results: 20
1221 Type: Miscellaneous Current: Good
' 9 SqFt ||p '
Floor: BSM O ] otential for
T Description: 9in FT: Gray damage: high -
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Area: 05 w/Pink & White Streaks contact
Type: Thermal System C .
Floor: e . urrent: Good
1068 oor. OBGSMT Description: Steam Lagging |6 rr Potential for
Area: (supply & return) damage: Low
Type: Thermal System C .
Floor: e urrent: Good
3088 Aoor OBGSMT Description: Hot Water 12 FT ||Potential for
rea: Lagging damage: Low
Type: Thermal System C .
Floor: e urrent: Good
3076 oor: BSMT Description: Cold Water 4 Fittings||Potential for
Area: 06 Fittings damage: Low
Type: Thermal System C .
Floor: e urrent: Good
3063 Aoor OBGSMT Description: Hot Water 5 Fittings||Potential for
rea: Fittings damage: Low
_ Type: Thermal System Current: Good
3038 Floor: BSMT Description: Steam Fitting 1 Fittings|[Potential for
Area: 06 (supply & return) damage: Low
Type: Miscellaneous
.Y . Current: Good
1202 Floor: BSMT Description: 9in FT: Lt Brn 123 Sq ||Potential for
Area: 07 w/Dk Brn/Red Streaks Ft damage: high -
: Bulk Sample No: 028 contact
Sample Results: 12
. Type: Thermal System L Current: Good
3039 |0 BSMT Description: Steam Fitting |17 Potential for
Area: 08 (supply & return) Fittings  |lqamage: Low
Type: Thermal System C . :
Floor: o urrent: Fair
3061 Aoor OB$SMT Description: Hot Water 2 Fittings||Potential for
rea: Fittings damage: Low
Type: Thermal System C .
Floor: e urrent: Good
3089 Aoor OBSSMT Description: Hot Water 20 FT |[Potential for
rea: Lagging damage: Low
Current: Good
Floor: BSMT Type: Thermal System 45 Potential for
3098 Area: 08 Description: Duct Insulation SqFt damage: med -
contact
Type: Thermal System Current: Good
2988 Floor: BSMT Description: Chilled Water 1_0_ ggrtsgt':! ]:::zd
Area: 08 Fitting (sup & ret) Fittings | o o,
Type: Thermal System Current: Good
Floor: . . :
1069 oor. OBSSMT Description: Steam Lagging |55 rr  ||Potential for
Area: (supply & return) damage: Low
Type: Thermal System C . :
Floor: o urrent: Fair
3090 oor: BSMT Description: Hot Water 10 FT ||Potential for
Area: 09 Lagging damage: Low
. Type: Thermal System L Current: Fair
Floor: BSMT Description: Steam Fitting 18 Potential for
3040 o
Area: 09 (supply & return) Fittings  lqamage: Low
Type: Miscellaneous Current: Good

22-Aug-2008




Page 28 of 31

BSMT Description: 12in FT: gotential Ear h
. . . . amage: -
3105 || " Tan/White/Beige Mottling[[200 Sa (Famade: hig
Area: 09 Bulk Sample No: 030 Ft
Sample Results: 3
Type: Thermal System C . :
Floor: ~ . urrent: Fair
1070 |7 BSMT Description: Steam Lagging |45 Fr  ||Potential for
Area: 09 (supply & return) damage: Low
Type: Thermal System C .
Floor: el urrent: Good
3077 |7 BSMT Description: Cold Water 3 Fittings||Potential for
Area: 09 Fittings damage: Low
Type: Thermal System C . :
Floor: e urrent: Fair
3064 oor: BSMT Description: Hot Water 1 Fittings||Potential for
Area: 10 Fittings damage: Low
Type: Thermal System C . :
Floor: e . urrent: Fair
1071 oor. ,IBOSMT Description: Steam Laggmg 32 FT Potential for
Area: (supply & return) damage: Low
Type: Thermal System C . :
Floor: e urrent: Fair
3078 Aoor 'IBOSMT Description: Cold Water 2 Fittings||Potential for
rea: Fittings damage: Low
_ Type: Thermal System Current: Fair
1064 |7 BSMT Description: Steam Fitting |13 Potential for
Area: 10 (supply & return) Fittings  |jamage: Low
_ Type: Thermal System Current: Fair
3091 |- BSMT Description: Hot Water 25 FT  ||Potential for
Area: 10 Lagging damage: Low
Type: Thermal System Current: Fair
3099 Floor: BSMT Description: Duct Insulation (220 Sq ||Potential for
Area: 10 Bulk Sample No: 033,034,035 Ft damage: med -
' Sample Results: 60 contact
Type: Miscellaneous
Al . Current: Good
1187 Floor: BSMT Description: 9in FT: Tan 275 Sq ||Potential for
Area: 10 w/Dk Brn & Cream Ft damage: high -
Streaks contact
Type: Miscellaneous .
Floor: BSMT Description: 9: FT: Pale ggtr;igglﬁg:r
3107 |, ... 10 Yellow w/Brick/Black St |[40 SaFt || j;a0e: high -
rea: Bulk Sample No: 032 contact
Sample Results: 15
Type: Miscellaneous .
Floor: BSMT Description: 9: FT: Pale 260 sq ggtr;ir:igllig:r
3108 _ Yellow w/Brick/Black St damage: high -
Area: 10 . Ft ge: hig
Bulk Sample No: 031 contact
Sample Results: 20
. Type: Thermal System Current: Good
3065 Floor: BSMT Description: Hot Water 2 Fittings|[Potential for
Area: 11 Fittings damage: Low
. Type: Thermal System Current: Good
3092 Floor BSMT Description: Hot Water 22 FT Potential for
Area: 11 Lagging damage: Low
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Type: Miscellaneous c ¢ Fai
.Y . urrent: Fair
3093 Floor: BSMT Description: 9in FT: Green w/ 520 sq |[|Potential for
Area: 11 Cream S_treaks Ft damage: high -
Bulk Sample No: 040 contact
Sample Results: 10
) Type: Thermal System Current: Good
3079 Floor: BSMT Description: Cold Water 2 Fittings||Potential for
Area: 11 Fittings damage: Low
Floor: BSMT Type: Thermal System 125 Sq Curreqt: Good
3100 Area: 11 Description: Duct Insulation ||kt ggﬁgg;? ];?c;w
] Type: Thermal System Current: Fair
1073 |7°°" BSMT Description: Steam Lagging |55 gt |[Potential for
Area: 11 (supply & return) damage: Low
] Type: Thermal System Current: Fair
Floor: BSMT Description: Steam Fitting 27 Potential for
3030 Area: 11 Fittings
rea: (supply & return) 9% |ldamage: Low
] Type: Thermal System Current: Good
3066 E\IOOR ESMT Description: Hot Water 4 Fittings||Potential for
rea: Fittings damage: Low
Floor: BSMT Type: Thermal System Current: Fair
3101 - : 65 Sq Ft ||[Potential for
Area: 12 Description: Duct Insulation damage: Low
Type: Miscellaneous Current: Good
1199 Floor: BSMT Description: 9in FT: Pale 270 Sq dpgrtﬁgt'gl 1;:).r h
i . : high -
Area: 12 Yellow w/Brick/Gold Str |t i thl
Type: Thermal System C .
Floor: ~ urrent: Good
2527 Aoor 'IBZSMT Description: Hot Water 12 FT  ||Potential for
rea: Lagging damage: Low
Type: Thermal System Current: Good
Floor: . . :
1074 Aoor ’IBZSMT Description: Steam Lagging |27 rr  ||Potential for
rea. (supply & return) damage: Low
Type: Thermal System Current: Good
Floor: - :
2528 Aoor ’IBZSMT Description: Cold Water 1 Fittings||Potential for
rea: Fittings damage: Low
) Type: Thermal System Current: Good
3028 Floor: BSMT Description: Steam Fitting 1_0_ Potential for
Area: 12 (supply & return) Flttlngs damage: Low
Type: Thermal System Current: Fair
Floor: . . :
1075 A°°r 1B3SMT Description: Steam Lagging (6o rt  [Potential for
rea. (supply & return) damage: Low
) Type: Thermal System Current: Poor
3059 Floor: BSMT Description: Hot Water 7 FT Potential for
Area: 13 Lagging damage: Low
Floor: BSMT Type: Thermal System Current: Poor
3102 L ; 45 Sq Ft ||Potential for
Area: 13 Description: Duct Insulation damage: Low
Type: Thermal System Current: Fair
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Floor: BSMT Description: Steam Fitting (16 Potential for
1059 Iv & ret Fitti damage: Low
Area: 13 (supply & return) ittings
_ Type: Thermal System Current: Poor
1061 Floor: BSMT Description: Steam Fitting 2_6_ Potential for
Area: 14 (supply & return) Fittings  |lgamage: Low
Type: Thermal System C .
Floor: o urrent: Good
3067 oor: BSMT Description: Hot Water 8 Fittings||[Potential for
Area: 14 Fittings damage: Low
Type: Thermal System Current: Good
2989 Floor BSMT Description: Chilled Water 2 Fittings||"otential for
Area: 14 P Fittings|| o mage: med -
- Fitting (sup & ret) contact
Type: Thermal System C .
Floor: o urrent: Good
3081 Aoor 1B4SMT Description: Cold Water 3 Fittings|[Potential for
rea: Fittings damage: Low
Type: Thermal System C . .
Floor: o . urrent: Fair
3041 A°°r 1B4SMT Description: Steam Lagging (45 Fr  ||Potential for
rea. (supply & return) damage: Low
Type: Thermal System C .
Floor: o urrent: Poor
3057 Aoor 1B4SMT Description: Hot Water 50 FT ||Potential for
rea: Lagging damage: Low
Type: Miscellaneous
Description: 12in FT: c ¢ Good
. . urrent: Goo
3094 2Ioor. 1B4SMT g:ﬂret?lr:nl Tan/Olive 15 Sq Ft ||Potential for
rea: ottlin damage: Low
Bulk Sample Ngo: 041
Sample Results: 5
Type: Miscellaneous
Floor: BSMT Description: 9in FT: Med Grn 150 sq Current: Good
3095, w/Wht/Dk Grn Mottl Potential for
Area: 15 Bulk Sample No: 042 Ft damage: Low
Sample Results: 20
Type: Miscellaneous Current: Good
1197 Floor: BSMT Description: 9in FT: DK Brn |50 sq Ft |[F0tential for
Area: 16 SaFt |lyamage: high -
ea w/Med Brn/Crm Streaks contact
Type: Miscellaneous Current: Good
2992 Floor: BSMT Description: 9in FT: Lt Brn |50 gq Ft Zg:ﬁg“:' E’_r .
. . hi -
Area: 16 w/DkBrn/Crm/LBI)Yw St g g
] Type: Miscellaneou-s . Current: Good
1195 Floor.. BSMT Description: 9in FT: Brick 50 Sq Ft ||[Potential for
Area: 16 w/Cream/Orange Streaks damage: Low
Type: Miscellaneous Current: Good
1178 Floor: BSMT Description: 9in FT: Med Brn |50 sq Ft |[70tental for
Area: 16 /Dk Brn/C Streak SqFt damage: high -
w rn/Crm Streaks contact
= : BSMT Type: Miscellaneou.s :
1188 Aoor 16 Description: 9in FT: Tan 50 sSqFt ggtr;i?i;?;()d
rea:
ca w/Dk Brn & Cream damage: high -
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contact

Type: Miscellaneous

Description: Built up roof w/

Current: Good

Stairwell

Bulk Sample No: 025
Sample Results: 20

Floor: roof 9329 < .
3026 |, Roof tar and gravel " 9 |lPotential for
rea. 00 Bulk Sample No: ASSUMED damage; low
Sample Results: ASSUMED
Type: Miscellaneous
Floor: SW Description: 9in Pale yellow Current: Good
1121 jjArea: 24 _ South w/ brick and gold streaks|24 sqft |[Potential for

damage: low

End of Asbestos Inventory
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